Environmental Protection Agency

Subpart E—Alternative Monitoring
Systems

§75.40 General demonstration require-
ments.

(a) The owner or operator of an af-
fected unit, or the owner or operator of
an affected unit and representing a
class of affected units which meet the
criteria specified in §75.47, required to
install a continuous emission moni-
toring system may apply to the Admin-
istrator for approval of an alternative
monitoring system (or system compo-
nent) to determine average hourly
emission data for SO,, NOx, and/or vol-
umetric flow by demonstrating that
the alternative monitoring system has
the same or better precision, reli-
ability, accessibility, and timeliness as
that provided by the continuous emis-
sion monitoring system.

(b) The requirements of this subpart
shall be met by the alternative moni-
toring system when compared to a con-
temporaneously operating, fully cer-
tified continuous emission monitoring
system or a contemporaneously oper-
ating reference method, where the ap-
propriate reference methods are listed
in §75.22.

§75.41 Precision criteria.

(a) Data collection and analysis. To
demonstrate precision equal to or bet-
ter than the continuous emission moni-
toring system, the owner or operator
shall conduct an F-test, a correlation
analysis, and a t-test for bias as de-
scribed in this section. The t-test shall
be performed only on sample data at
the normal operating level and primary
fuel supply, whereas the F-test and the
correlation analysis must be performed
on each of the data sets required under
paragraphs (a)(4) and (a)(5) of this sec-
tion. The owner or operator shall col-
lect and analyze data according to the
following requirements:

(1) Data from the alternative moni-
toring system and the continuous
emission monitoring system shall be
collected and paired in a manner that
ensures each pair of values applies to
hourly average emissions during the
same hour.

(2) An alternative monitoring system
that directly measures emissions shall
have probes or other measuring devices
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in locations that are in proximity to
the continuous emission monitoring
system and shall provide data on the
same parameters as those measured by
the continuous emission monitoring
system. Data from the alternative
monitoring system shall meet the sta-
tistical tests for precision in paragraph
(c) of this section and the t-test for
bias in appendix A of this part.

(3) An alternative monitoring system
that indirectly quantifies emission val-
ues by measuring inputs, operating
characteristics, or outputs and then
applying a regression or another quan-
titative technique to estimate emis-
sions, shall meet the statistical tests
for precision in paragraph (c) of this
section and the t-test for bias in appen-
dix A of this part.

(4) For flow monitor alternatives, the
alternative monitoring system must
provide sample data for each of three
different exhaust gas velocities while
the unit or units, if more than one unit
exhausts into the stack or duct, is
burning its primary fuel at:

(i) A frequently used low operating
level, selected within the range be-
tween the minimum safe and stable op-
erating level and 50 percent of the max-
imum operating level,

(ii) A frequently used high operating
level, selected within the range be-
tween 80 percent of the maximum oper-
ating level and the maximum oper-
ating level, and

(iii) The normal operating level, or
an evenly spaced intermediary level be-
tween low and high levels used if the
normal operating level is within a
specified range (10.0 percent of the
maximum operating level), of either
paragraphs (a)(4) (i) or (ii) of this sec-
tion.

(5) For pollutant concentration mon-
itor alternatives, the alternative moni-
toring system shall provide sample
data for the primary fuel supply and
for all alternative fuel supplies that
have significantly different sulfur con-
tent.

(6) For the normal unit operating
level and primary fuel supply, paired
hourly sample data shall be provided
for at least 90.0 percent of the hours
during 720 unit operating hours. For
each of the remaining two operating
levels for flow monitor alternatives,
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